
   
      

  

  
  

             
      

            

    

 

    

  
 

     

    
     

 

        
      

      

      

         

   FRESNO COUNTY  CONTRACTOR REQUEST FOR CLARIFICATION 
FRESNO, CA. SECTION 006319 - 1 

CONTRACTOR REQUEST FOR CLARIFICATION 
Project: Fresno County Sheriff Area 2 Substation 

Contract No.: 19-S-04 

Requests for clarification of the drawings and specifications regarding this project shall be submitted 
on this form.  Any change or clarification shall be in the form of a written addendum issued to Bid 
Document holders of record.  Contractors requesting clarification shall complete the following: 

Email to: DesignServices@fresnocountyca.gov 

FIRM NAME: _______________________________________________________________________ 

SENDER / CONTACT NAME: ___________________________________________________________ 

MAILING ADDRESS: _________________________________________________________________ 
Zip Code 

BUSINESS PHONE: _______________________ FAX NUMBER: ____________________________ 

Drawing No.: Spec Section: 
Question Type or print one question below

Response 

The following section is for County use only. 
Response By:_________________________ Date:___________ 

Included in Addendum No._______ Date:___________ 

Date Received:__________ Time Received:______ am / pm RFC Number:______ 

This form may be removed from the project specifications and/or reproduced as needed. 

CONTRACT # 19-S-04 

mailto:DesignServices@fresnocountyca.gov
mailto:DesignServices@fresnocountyca.gov

	FIRM NAME: RexMoore
	SENDER  CONTACT NAME: Matt Amato
	BUSINESS PHONE: 559-538-5972
	FAX NUMBER: 
	Drawing No: 
	Spec Section: E1.6 & E1.3
	Response: This substitution request is rejected.
	Response By: Tiana Perez
	Date: 6/18/2020
	Included in Addendum No: 
	Date_2: 
	Time Received: 2:01pm
	Date Received: 6/12/2020
	RFC Number: 30
	MAILING ADDRESS: 5803 E. Harvard Avenue, Fresno, CA 93727
	Zip Code: 
	Question: I would like to submit for a substitution of the fire alarm system listed on sheet E1.6 for the substation building and sheet E1.3 on the vehicle storage building.  On the attachment I have the data sheets for the AutoCall Fire Alarm System I am proposing as a substitute as well as the current CSFM listings.  AutoCall is a Simplex Fire Alarm System that has been rebranded to allow for distributors to install and program the system.  That means AutoCall is not proprietary and can be programmed by any AutoCall dealer.I have included the data sheet for the A003-9301 Emergency Communications Voice Control Unit to show that the A007-9202 is capable of doing voice and equal to the Gamewell-FCI #E3 Series panel listed on the drawings even though voice is not required on this project.  The A007-9202 Fire Alarm panel is capable of addressable and conventional initiation circuits. The A007-9202 has addressable notification but there is an option that has conventional notification if that option is preferred.Please let me know if you have any questions about how the AutoCall system is equal to the Gamewell-FCI system shown on the drawings.


